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RECORD INFORMATION AVAILABLE, AND SHOULD BE
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INFORMATION WAS NOT AVAILABLE. CONTRACTORS MUST
CONTACT ALL UTILITY COMPANIES BEFORE EXCAVATING
AND DRILLING. ALSO, CALL "DIG SAFE" AT 1(888)344-7233
[1(888)DIG-SAFE] IN MA, ME, NH, RI, AND VT.
WEBSITE: WWW.DIGSAFE.COM

1)/

@I/

(SEE D

.
STAKED HAYBALES AND
SILT FENCE (TYP)

MATCHLINE SEE SHEET BELOW

1. LOCATION OF EXISTING WATER MAIN IS
APPROXIMATE.

By  Appd.  YY.MM.DD

By  Appd. YY.MM.DD

2-8"X8" TEES

4-8" GATE VALVES

4—6" 45 BENDS

2-8"x6" REDUCERS

2—6" TRANSITION COUPLINGS

SENECA ROAD STA 9+00 — 1840

SCALE: 1"=40

SCALE: 1" = 40’

08.02.11

Chkd. Dsgn. YY.MM.DD

ACTON WATER DISTRICT

ACTON, MASSACHUSETTS

INDIAN VILLAGE WATER MAIN REPLACEMENT

Title
SENECA ROAD
BI D DOC U M E NTS Project No. Scale
DO NOT REVISE 195111646 1"=40
Drawing No. Sheet Revision

MARCH 2008

C101 2 of 6 0



